In this paper, smog meteorological conditions in the natural environment is simulated by the salt fog method. The study of the alternating current (AC) discharge characteristics of rod-plane short air gaps in salt fog environments has important guiding significance for how to strengthen the external insulation strength of ultra-high voltage (UHV) transmission lines and electrical equipment in smog environments. The rod-plane short air gap is selected as the model to simulate the extremely uneven electric field. The AC discharge test is carried out in the salt fog environment with different conductivity, and the finite element method (FEM) is used to simulate the distribution of electric field in air gap under salt fog environment conditions. The results show that under clean fog conditions the AC discharge voltage in the air gap increased by 15.1% to 35.5% compared to that under dry conditions. With the increased conductivity of salt fog, the AC discharge voltage in air gap decreased by 4.1% to 9.2% compared to that under clean fog conditions, and the reduction is within 10%. The distortion of the electric field and the adsorption of free electrons in the gap by droplets lead to the decrease of the electric field intensity in the air gap. With the increase of the conductivity, the electric field intensity in the air gap increases slightly. Meanwhile, the influence of salt fog and its conductivity on the AC discharge voltage of rod-plane short air gap is examined, becoming saturated with the increase of the gap distance and the conductivity of salt fog.
Introduction
With the continuous acceleration of China's industrialization process, large amounts of industrial wastes have caused incalculable damage to the environment, causing frequent hazy weather episodes in recent years. According to the statistics, from 1973 to 2007, the number of days when visibility was less than 10 km in Beijing, Shanghai and Guangzhou has increased significantly [1] . The influence of smog on the external insulation of transmission lines and electrical equipment is complicated. The solid particles in the haze act as condensation nuclei for the tiny water droplets in the fog, increasing their diameter through mutual collision and coexisting with pollutants for a long time, thus distorting the electric field and affecting the number of charged particles around them, thus greatly increasing the probability of flashover in the air gap [2] [3] [4] .
The main factor affecting the external insulation characteristics of power transmission and transformation equipment is the soluble salt ion content in the dirt on the insulation surface, while the ion content in smog changes in proportion to its conductivity. Therefore, in the field of external insulation research, it is appropriate to simulate the smog environment with salt fog and characterize the pollution degree of smog with the conductivity of salt fog [3] .
At present, there are few domestic or foreign studies on the effect of salt spray on the gap discharge phenimenon. In 1990, Vasudev et al. of the Central Electric Power Research Institute of India conducted AC and DC voltage breakdown experiments in the rod-plane air gap (20-50 cm) under dry, wet and salt spray conditions [5] . In the same year, Mei at the Yunnan Electric Power Experimental Research Institute studied the influence of various air pollution factors on the discharge voltage of the rod-plane air gap. Through experimental analysis, it was concluded that the influence of fog on the discharge voltage of the air gap was the result of the combined effect of fog particles and humidity [6] . In 1995, Hui and others in Canada used a gas-water spray device and NaCl solution to perform a breakdown test of a rod-rod short air gap under different conductivity in an artificial fog chamber. The experimental results showed that the breakdown of the rod-rod short air gap decreases with the increase of the fog conductivity [7] . In 2013, Huang of Chongqing University studied the discharge mechanism and discharge characteristics of typical rod-plane short air gapd in natural fog through simulation and field experiments. The experimental results showed that the change of water content in fog had a significant effect on the gap discharge voltage [8] . To sum up, previous studies have failed to compare and analyze AC discharge voltage of the short air gap under different fog water conductivity. Moreover, the models used in the simulation are relatively simple and can only be analyzed qualitatively.
In this paper, the smog environment under natural condition is simulated by salt fog. According to the actual working conditions, most of discharges are from extremely uneven electric fields. The rod-plane air gap is selected to simulate an extremely uneven electric field, and gap discharge tests under AC voltage are carried out. The distribution of the electric field of the rod-plane air gap model in the salt fog environment is calculated by the finite element method, and the influence of salt fog on the electric field in the air gap is analyzed quantitatively.
The experimental data and results obtained in this paper will have important reference value for how to strengthen the external insulation strength of UHV transmission lines and electrical equipment in smog environments.
Experimental Work

Test Power Supply and Test Method
In this paper, AC discharge voltage means flashover voltage. AC voltage is provided by a YDJ-350 AC test transformer (Leiyu High Voltage Equipment Co. Ltd., Yangzhou, China) which has a rated current of 4 A and a short-circuit current of over 10 A (Figure 1) , which meets the external insulation test requirements in high-humidity conditions. The test power supply is connected to the artificial climate chamber through a 220 kV dry high-pressure wall bushing, and the bushing was 1.6 m from the edge of the climate chamber. The test voltage was measured by a TAWF−300 AC capacitor voltage transformer (CVT, Leiyu High Voltage Equipment Co. Ltd., Yangzhou, China) with a voltage division ratio of 2000:1. The constant-pressure lifting method specified in standard IEC 60060-1-2010 [9] is adopted in the experiment, and rising voltage at 10% to 20% of the expected flashover voltage per second, and test data is discarded with a standard deviation greater than 5%. The average discharge voltage of the rod-plane air gap (U b , kV) and its standard deviation percentage (σ%) in the test are calculated as:
where U f (i) is the number i effective voltage value, kV; N is the total number of valid tests, N ≥ 20. Before the test, the spaces are filled for about 15 min, and a voltage is applied when the fog concentration reached equilibrium in the climate chamber. where Uf (i) is the number i effective voltage value, kV; N is the total number of valid tests, N ≥ 20. Before the test, the spaces are filled for about 15 min, and a voltage is applied when the fog concentration reached equilibrium in the climate chamber. 
Artificial Climate Chamber and Air Gap Model
The artificial climate chamber ( Figure 2 ) measures 8 m × 6 m × 3 m and has an adjustable range of indoor temperatures of −20 °C to 40 °C, an adjustable range of relative humidity of 30% to 98%, and the maximum allowable voltage is 300 kV. The structural material of the artificial climate chamber is an eccentric hook-type assembly cold storage plate, and rigid polyurethane foams are used as the heat insulating material. The fog is sprayed into the artificial climate chamber through a high-pressure sprayer. After the softened water is pressurized, it is atomized and sprayed through a special high-pressure nozzle to simulate natural fog. The high-pressure nozzle adopts a special ceramic nozzle which is resistant to wear and corrosion, and the high-pressure nozzles are evenly distributed side by side on the gap model. A DP-02 laser particle size analyser (Omec Co., Beijing, China) was used to analyse the sprayed droplets: the average size of droplets is 29.72 μm, which is in the particle size range of natural fog [10] .
In this paper, according to standard IEC 60060-1-2010, the salt fog is prepared by adding a suitable amount of NaCl to soft water. The purity of the NaCl is more than 99.5%, and the conductivity of the salt fog is adjusted by changing the NaCl content. The conductivity of salt fog in this experiment is set to 18 (clean fog), 1000, 2750, and 4000 μS/cm, respectively.
The rod-plane short air gap model is vertically arranged: the rod electrode is made of a hemispherical aluminium rod with a diameter of 2 cm and its length is 59 cm. The plane electrode is a square iron plane with a thickness of 0.12 cm and a side length of 180 cm. The rod-plane short air gap model is shown in Figure 3 . The gap distance for AC discharge tests are set to 5, 10 and 15 cm. 
The artificial climate chamber ( Figure 2 ) measures 8 m × 6 m × 3 m and has an adjustable range of indoor temperatures of −20 • C to 40 • C, an adjustable range of relative humidity of 30% to 98%, and the maximum allowable voltage is 300 kV. The structural material of the artificial climate chamber is an eccentric hook-type assembly cold storage plate, and rigid polyurethane foams are used as the heat insulating material. The fog is sprayed into the artificial climate chamber through a high-pressure sprayer. After the softened water is pressurized, it is atomized and sprayed through a special high-pressure nozzle to simulate natural fog. The high-pressure nozzle adopts a special ceramic nozzle which is resistant to wear and corrosion, and the high-pressure nozzles are evenly distributed side by side on the gap model. A DP-02 laser particle size analyser (Omec Co., Beijing, China) was used to analyse the sprayed droplets: the average size of droplets is 29.72 µm, which is in the particle size range of natural fog [10] .
In this paper, according to standard IEC 60060-1-2010, the salt fog is prepared by adding a suitable amount of NaCl to soft water. The purity of the NaCl is more than 99.5%, and the conductivity of the salt fog is adjusted by changing the NaCl content. The conductivity of salt fog in this experiment is set to 18 (clean fog), 1000, 2750, and 4000 µS/cm, respectively.
Experimental Results and Analysis
In this paper, to minimise the influence of atmospheric and other factors on the test results, the temperature in the artificial climate chamber is kept constant at 25 °C, and the pressure is held constant at 102.6 kPa. According to the IEC 60060-1-2010 standard, the experimental data are corrected to standard atmospheric conditions. The humidity of the artificial climate chamber is 95% to 100%, and saturated humidity condition should be achieved before the test voltage is applied. Table 1 shows the AC discharge voltage at different gap distances under salt fog conditions, and Table 2 shows confidence intervals (confidence level 95%) of the AC discharge voltages. According to the data in Tables 1 and 2 , the AC discharge voltage of the clean fog condition is compared with that of the dry condition, and the AC discharge voltage varies with the conductivity of the salt fog, as shown in Figure 4a ,b. 
In this paper, to minimise the influence of atmospheric and other factors on the test results, the temperature in the artificial climate chamber is kept constant at 25 • C, and the pressure is held constant at 102.6 kPa. According to the IEC 60060-1-2010 standard, the experimental data are corrected to standard atmospheric conditions. The humidity of the artificial climate chamber is 95% to 100%, and saturated humidity condition should be achieved before the test voltage is applied. Table 1 shows the AC discharge voltage at different gap distances under salt fog conditions, and Table 2 shows confidence intervals (confidence level 95%) of the AC discharge voltages. According to the data in Tables 1 and 2 , the AC discharge voltage of the clean fog condition is compared with that of the dry condition, and the AC discharge voltage varies with the conductivity of the salt fog, as shown in Figure 4a ,b. .6%, and 15.1% higher than that of the dry condition for the three gap distances of 5 cm, 10 cm and 15 cm respectively, because free electrons easily collide with the positive water molecules to form neutral water molecules under clean fog conditions, resulting in a decrease in free electrons and hindering the development of streamers. As the conductivity of the salt fog increases from 18 μS/cm to 4000 μS/cm, the AC discharge voltage decreased by 9.2%, 9.2%, and 4.1% under the three gap distances of 5 cm, 10 cm and 15 cm respectively, because the number of ions and free electrons in the unit space gradually increase with the increasing conductivity, and this promotes the formation of electron avalanches and the development of discharges. The above data show that for the rod-plane air gap, the AC discharge voltage of the clean fog condition is higher than that under dry conditions, and decreases with the increase of the conductivity. However, the reduction is within a factor of 10%.
Simulation and Theoretical Analysis
Model Establishment
Based on the finite element method, the electric field distribution of the rod-plane air gap in salt fog is simulated using the Comsol Multiphysics software. In the calculation process, assuming that the outer boundary of the air domain is infinity and the potential is zero, the internal potential of the conductor is equal everywhere, and there is no free charge in the space, and the MUMPS steady-state solver is applied. The dimensions of the electrode model are the same as those used in the test, and the model material parameters are shown in Table 3 . In this paper, the droplets in the salt fog are simulated by a sphere with a diameter of 0.005 cm, and the entire rod-plane air gap model is filled with 6105 droplets. The conductivity of the droplets is set to 18, 1000, 2750 and 4000 μS/cm, respectively. The entire model is wrapped in the air domain and the model divided into finite element meshes, as shown in Figure 5 . .6%, and 15.1% higher than that of the dry condition for the three gap distances of 5 cm, 10 cm and 15 cm respectively, because free electrons easily collide with the positive water molecules to form neutral water molecules under clean fog conditions, resulting in a decrease in free electrons and hindering the development of streamers. As the conductivity of the salt fog increases from 18 µS/cm to 4000 µS/cm, the AC discharge voltage decreased by 9.2%, 9.2%, and 4.1% under the three gap distances of 5 cm, 10 cm and 15 cm respectively, because the number of ions and free electrons in the unit space gradually increase with the increasing conductivity, and this promotes the formation of electron avalanches and the development of discharges. The above data show that for the rod-plane air gap, the AC discharge voltage of the clean fog condition is higher than that under dry conditions, and decreases with the increase of the conductivity. However, the reduction is within a factor of 10%.
Simulation and Theoretical Analysis
Model Establishment
Based on the finite element method, the electric field distribution of the rod-plane air gap in salt fog is simulated using the Comsol Multiphysics software. In the calculation process, assuming that the outer boundary of the air domain is infinity and the potential is zero, the internal potential of the conductor is equal everywhere, and there is no free charge in the space, and the MUMPS steady-state solver is applied. The dimensions of the electrode model are the same as those used in the test, and the model material parameters are shown in Table 3 . In this paper, the droplets in the salt fog are simulated by a sphere with a diameter of 0.005 cm, and the entire rod-plane air gap model is filled with 6105 droplets. The conductivity of the droplets is set to 18, 1000, 2750 and 4000 µS/cm, respectively. The entire model is wrapped in the air domain and the model divided into finite element meshes, as shown in Figure 5 . The initial value of the potential applied to the rod electrode satisfies 1 0 ϕ ϕ = , and the initial value of the potential applied to the finite boundary satisfies 2 0 ϕ = .
Simulation Results and Theoretical Analysis
The frequency of alternating current voltage is very low (50 Hz), and the maximum size of the test circuit is less than one tenth of the wavelength of the AC voltage, so the lumped parameter method can be used in simulations, and the effect of applying direct current (DC) voltage and AC voltage in the simulation is the same. The potential at the top of the rod electrode is set to 20, 40 and 60 kV (DC voltage), respectively, corresponding to a 5, 10 and 15 cm air gap, and the upper surface of the plane electrode was grounded. The following simulation figure is illustrated by taking the 15 cm gap model as an example. The calculation results of the spatial electric field distribution under dry condition and salt fog condition are shown in Figures 6 and 7 . The initial value of the potential applied to the rod electrode satisfies ϕ 1 = ϕ 0 , and the initial value of the potential applied to the finite boundary satisfies ϕ 2 = 0.
The frequency of alternating current voltage is very low (50 Hz), and the maximum size of the test circuit is less than one tenth of the wavelength of the AC voltage, so the lumped parameter method can be used in simulations, and the effect of applying direct current (DC) voltage and AC voltage in the simulation is the same. The potential at the top of the rod electrode is set to 20, 40 and 60 kV (DC voltage), respectively, corresponding to a 5, 10 and 15 cm air gap, and the upper surface of the plane electrode was grounded. The following simulation figure is illustrated by taking the 15 cm gap model as an example. The calculation results of the spatial electric field distribution under dry condition and salt fog condition are shown in Figures 6 and 7 . The initial value of the potential applied to the rod electrode satisfies 1 0 ϕ ϕ = , and the initial value of the potential applied to the finite boundary satisfies 2 0 ϕ = .
The frequency of alternating current voltage is very low (50 Hz), and the maximum size of the test circuit is less than one tenth of the wavelength of the AC voltage, so the lumped parameter method can be used in simulations, and the effect of applying direct current (DC) voltage and AC voltage in the simulation is the same. The potential at the top of the rod electrode is set to 20, 40 and 60 kV (DC voltage), respectively, corresponding to a 5, 10 and 15 cm air gap, and the upper surface of the plane electrode was grounded. The following simulation figure is illustrated by taking the 15 cm gap model as an example. The calculation results of the spatial electric field distribution under dry condition and salt fog condition are shown in Figures 6 and 7 . As can be seen from figures, the space electric fields are severely distorted by the droplets in the salt fog. In order to facilitate the quantitative analysis, the distribution curve of the electric field intensity on the axis between the rod and plane is extracted, as shown in Figures 8,9 . (a) Figure 7 . Gap electric field intensity distribution under salt fog condition.
As can be seen from figures, the space electric fields are severely distorted by the droplets in the salt fog. In order to facilitate the quantitative analysis, the distribution curve of the electric field intensity on the axis between the rod and plane is extracted, as shown in Figures 8 and 9 . As can be seen from figures, the space electric fields are severely distorted by the droplets in the salt fog. In order to facilitate the quantitative analysis, the distribution curve of the electric field intensity on the axis between the rod and plane is extracted, as shown in Figures 8,9 . As can be seen from figures, the space electric fields are severely distorted by the droplets in the salt fog. In order to facilitate the quantitative analysis, the distribution curve of the electric field intensity on the axis between the rod and plane is extracted, as shown in Figures 8,9 . Figure 10 and Table 4 show that the space electric field is severely distorted by the droplets. On the one hand, the electric field intensity jumps on the surface of each droplet, and on the other hand, the electric field intensity drops sharply inside the droplet. Table 4 show that the space electric field is severely distorted by the droplets. On the one hand, the electric field intensity jumps on the surface of each droplet, and on the other hand, the electric field intensity drops sharply inside the droplet. At the same time, the droplets have an adsorption effect on the free electrons in the space, so the maximum value of electric field intensity on the axis is reduced relative to that of the dry condition, and the reduction range is between 16% and 20%. With the increase of gap distance, the degree of the effect of salt fog on electric field intensity is reduced.
Due to the close distance from the rod electrode, a large amount of electrons are absorbed by the rod electrode, causing the positive water molecules to gather near the rod electrode, and the electric At the same time, the droplets have an adsorption effect on the free electrons in the space, so the maximum value of electric field intensity on the axis is reduced relative to that of the dry condition, and the reduction range is between 16% and 20%. With the increase of gap distance, the degree of the effect of salt fog on electric field intensity is reduced.
Due to the close distance from the rod electrode, a large amount of electrons are absorbed by the rod electrode, causing the positive water molecules to gather near the rod electrode, and the electric field intensity is greatly weakened near the rod electrode, and the starting voltage of the streamer is increased [11, 12] .
With the increase of voltage, an initial electron avalanche occurs near the rod electrode, and a large amount of positive charge is accumulated at the avalanche head; because of the large surface area of the droplets, droplets are easily struck by photons to cause photoionization, while cationic clusters and free electrons are generated [13] . With the development of space photoionisation, the electron avalanche continues towards the plane electrode. When the free electrons move towards the rod electrode, free electrons easily collide with the positive water molecules to form neutral water molecules, resulting in a decrease in free electrons and hindering the development of streamer. Therefore, corona inception voltage is higher in presence of fog, because around the tip of high voltage electrode electrical field intensity is decreased and free electrons are decreased. It hinders the development of discharge in the air gap to a certain extent [14, 15] . With the increasing of corona inception voltage the discharge voltage is higher in presence of fog.
In further research, the conductivity parameter of the droplets in the model are set to 1000, 2750 and 4000 µS/cm, respectively, and the distribution curve of the electric field intensity on the axis between the rod and plane is shown in Figure 9 .
It can be seen from Figure 11 and Table 5 that the electric field intensity on the axis increases in various degrees, as the conductivity of the salt fog increases from 18 µS/cm to 4000 µS/cm. For the three gap distances of 5, 10 and 15 cm, the maximum electric field intensity values are increased by 8.62%, 8.08% and 4.90%, as the conductivity increases from 18 µS/cm to 4000 µS/cm. This shows that the electric field intensity is improved with the increase of the conductivity, but the effect is within 10%. At the same time, the influence trend of the conductivity on the electric field intensity is saturated with the increase of the conductivity. Because the number of ions in the unit space gradually becomes saturated with the increase of the conductivity, the effect of the conductivity on the development of the discharge in the air gap is gradually saturated.
In conclusion, under the superimposed influence of the droplets of salt fog and its conductivity, the space electric field of the rod-plane short air gap is distorted, significantly weakening the electric field intensity near the rod electrode, and slightly strengthening that near the plane electrode. Therefore, compared with the dry conditions, the AC discharge voltage of the short air gap under the salt fog conditions is improved. The experimental results are in good agreement with the simulated ones, which has important guiding significance and reference value for how to strengthen the external insulation strength of UHV transmission line and electrical equipment in smog environments.
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Conclusions
Comparing the previous already published results, the AC discharge voltage increases by 5.1% under clean fog conditions. As the fog-water conductivity increases from 100 to 5150 μS/cm, the AC discharge voltage of 5-15 cm air gap decreases by 2.7-9.1%. Some simulation results show that with the increase of the fog water content, the droplets on the surface of electrode end can lead to serious distortion of the spatial distribution of surface electric field [13] [14] [15] [16] . In this paper, more in-depth and meticulous research is conducted, and the results are as follows:
(1) Under AC voltage, corresponding to different gap distances the discharge voltage of the clean fog (18 μS/cm) condition is 15.1% to 35.5% higher than that of dry conditions, and the influence trend decreases with the increase of the gap distance. (2) With the increase of the conductivity of salt fog, the AC discharge voltage is 4.1% to 9.2% lower than that of clean fog conditions, and the influence trend of the conductivity on the AC discharge voltage is saturated with the increase of the conductivity. The maximum value of electric field intensity under salt fog with different conductivity condition.
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